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CIRCUIT DIAGRAM - Ref. SA-01M-MZ
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The cables in the box must be
at least 15 cm long (from the wall).

Maximum length of 50 m
between the transformer and 

solenoid valve

Thermostat xx (depending on
the number of showers and the

required flow)

2x1,5mm² cable 

2x1,5mm² cable 
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230V / 50Hz

24V DC

SA-01M

hot water pipe

cold water pipe

Before switching the timer on,
check that the power supply

and transformer are properly connected!

Installation by qualified personnel only 
in accordance with all applicable local regulations.
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CIRCUIT DIAGRAM - Ref. SA-01M-MZ

Solenoid valve 1

Solenoid valve 2

Solenoid valve 3
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- View of the back panel

- PCB detail


